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SCHA10000T-SCDA10000T EMIEMS Test result Design engineering dep.
No. Test item : Test conditions Conditions of Acceptability Result
(1) Rated input(AC200V,230V) (1)Meets the undermentioned standard.
1 |Line conduction AAEE (200V,230V) : FCC Part15 classA , CISPR22 classA
HEWRFEE (2) Rated load EN55011-A , EN55022-A
ERERET
(3) Ambient temp. 25=10°C TEARICERLTNEIE
BEERE 25+10°C FCC Part15 classA , CISPR22 classA

EN55011~-A , EN55022-A

* with external noise filter
TAG-50-223(COSEL) Ok :

FCC Part15 classB , CISPR22 classB

EN55011-B , EN55022-B

* SMF T /A4 X T4)LZ TAC-50-223
(COSEL)HR B

FCC Part15 classB , CISPR22 classB

EN55011-B , EN55022-B

(1) Rated input(AC200V,230V) (1)Meets the undermentioned standard.
2 |Radiated emission AAEE (200V,230V) FCC Part15 classA , CISPR22 classA
B EREE (2) Rated load EN55011-A , EN55022-A
(3) Ambient temp. 25%10°C TRREICERLTORIE ok
BBEE 25+10°C FCC Part15 classA , CISPR22 classA

EN55011-A , EN55022-A

(1) Rated input(AC200V,240V) (1)Meets the undermentioned standard.
3 |Harmonic current AAETIE (AC200V,240V) EN61000-3-12
(EN61000-3-12) (2) Load 15% - Rated load
B ERRH BHE 15%~100% TERBICERLTNBIE
(3) Ambient temp. 25210°C EN61000-3-12 OK

BEERE 25+=10°C

(1) Rated input (AC230V) (1)No protection circuit failure.

4 |[Static electricity immunity test ABERE (AC230V) RERBROHESLZNIE

(EN61000-4~2) (2) Rated load (2)No output voltage drop with control
BESNESMSA =T, B TREH circuit failure.
(3) Ambient temp. 25+10°C HABEDETALNCE
BERE 25%+10°C (8)No any other function failure OK
(4) Contact discharge voltage 8[kV]| #RfEMLLNZE .
(Level 4) :

ENINEE 8kV (Level 4)

(1) Rated input (AC230V) (1)No protection circuit failure.
5 |Radiated, radio—frequency, ABAEFE (AC230V) RERBOHEALNCE
electromagnetic field immunity test {(2) Rated load (2)No output voltage drop with control
(EN61000-4-3) EREH circuit failure.

B EREAREMRIS2=F [(3) Ambient temp. 25:=10°C HABEDETALLCE

EHER ABEEE 25+10°C (3)No any other function failure
(4)Testing field strength  10[V/m] | #EEALLNZE OK

(Level 3)

ERIEE 10[V/m] (Level 3)
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(1) Rated input (AC230V) (1)No protection circuit failure.
Electrical fast transient/ AHEE (AC230V) RERBEOMENLINCE _
burst immunity test (2) Rated load (2)No output voltage drop with control
(EN61000-4-4) =t . circuit failure.
BRMNT7—ARS T kN—2X ((3) Ambient temp. 252=10°C HABEDETFTIENIE
b 2a=Fo8ER BEEE 25+10°C (3)No any other function failure 0/<
(4) Test peak voltage 4[kV] BMEAZNE
(Level 4)

ENINEIE 4kV (Level 4)

(1) Rated input (AC230V) (1)The power supply is not stop
-|Surge immunity test ANEE (AC230V) ZE1ELANC &
(EN61000-4-5) (2) Rated load (2)Circuit does not malfunction.
H—D A2 T ER ERERH REMEDIZNCE
(3) Ambient temp. 25%10°C (3)No abnormality of the insulation
EBFEE 25+10°C destruction etc. OK
(4) Test voltage EBRMEGERENTRNCE

Line to line  2[kV] (Level 3) (4)Parts are no damaged.
Line to earth 4[kV] (Level 4) HROHEENLGNIE

(1) Rated input (AC230V) (1)No protection circuit failure.
Immunity to conducted disturbances, ABEE (AC230V) RERBOEENLZNE
induced by radio—frequency fields [(2) Rated load (2)No output voltage drop with control
(EN61000-4-6) EREE circuit failure.
CEMERERREHMAII1=T|(3) Ambient temp. 25110°C FIEE B OMEEI LB AETHE
= EEEE 25+10°C Lwoe oK
(4) Voltage level (e.mf) 10[V] (3)No any other function failure

(Level 3) BEMNLGLCE
EfNEE 10[V] (Level 3)

(1) Rated input (AC230V) (1)No protection circuit failure.
Power frequency magnetic field AAEE (AC230V) BEMMBOWEALNIE
immunity test (2) Rated load (2)No output voltage drop with control
(EN61000-4-8) EREH circuit failure.
BEHBRABEERAZSa=F <55 (3) Ambient temp. 25+10°C HERROMEBEIZESHEAETHY
FEFRE 25107 Lhoe ok

(4) Magnetic field strength 30[A/m] |(3)No any other function failure
(Leve! 4) HENZNE
HEABRE 30[A/m] (Level 4)

(1) Rated input (AC230V) (1)No protection circuit failure.

Voltage dips, short interruptions »30% reduction at 10mS min. BRERBOHENTINE
and voltage variations immunity test =60% reduction at 100mS min (2)No output voltage drop with contro!
(EN61000-4-11) *95% reduction at 5S min. circuit failure.
EETVT BEAE1THER = +10% variation at 15 minutes . %‘J@@Eﬁo)ﬁﬂﬁl:c}:%ﬂjj}ﬁ?bﬁ?
\Z
-70%{ET 10ms min o (3)No any other function failure
-40%{ET 100ms min BEEAN & oK

- 5%ETFT 5% min
= 10%DEE) 1554
(2) Rated load
ERERH
(3) Ambient temp. 25%+10°C
BBEEE 25+10°C
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